1. All measurements in m

2. Drawing shall be read together with
Architects and Mechanical Engineers Drawings.

3. All plumbing shall be PPR PN 20
pipes'.

4. All valves to be of brass/bronze heavy pattern

construction as "pegler”.

5. All drainage pipework shall be mediu
grade(class D) U-PVC.

1.HR - Hose Reel

2.DCP -Dry
Chemical Fire
Extinguisher

2700x1500 2700 %1500
WD - 004 WD - 003

3.H20 - Water fire
Ectinguisher

4.CO2 - Carbon Dioxide
fire Ectinguisher

1,500 x 800

1,500 x 800

WD - 0ot
2700x 1,500

WD - 002
2700x 1,500

2700x 1,500

2700x 1,500
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